The energy assessment must be made through the energy quantity as well as the quality. But the usual energy analysis evaluates the energy generally on its quantity only. However, the exergy analysis assesses the energy on quantity as well as the quality. The aim of the exergy analysis is to identify the magnitudes and the locations of real energy losses, in order to improve the existing systems, processes or components. The present paper deals with an exergy analysis performed on an operating 50MWe unit of lignite fired steam power plant at Thermal Power Station-I, Neyveli Lignite Corporation Limited, Neyveli, Tamil Nadu, India. The exergy losses occurred in the various subsystems of the plant and their components have been calculated using the mass, energy and exergy balance equations. The distribution of the exergy losses in several plant components during the real time plant running conditions has been assessed to locate the process irreversibility. The First law efficiency (energy efficiency) and the Second law efficiency (exergy efficiency) of the plant have also been calculated. The comparison between the energy losses and the exergy losses of the individual components of the plant shows that the maximum energy losses of 39% occur in the condenser, whereas the maximum exergy losses of 42.73% occur in the combustor. The real losses of energy which has a scope for the improvement are given as maximum exergy losses that occurred in the combustor.
The exergy method of analysis is based on the Second law of thermodynamics and the concept of irreversible production of entropy. The fundamentals of the exergy method were laid down by Carnot in 1824 and Clausius in 1865. The energy-related engineering systems are designed and their performance is evaluated primarily by using the energy balance deduced from the First law of thermodynamics. Engineers and scientists have been traditionally applying the First law of thermodynamics to calculate the enthalpy balances for more than a century to quantify the loss of efficiency in a process due to the loss of energy. However, in recent years the Second law analysis, herein after called the exergy analysis, of energy systems has more and more drawn the interest of energy engineers and scientific community. The exergy concept has gained considerable interest in the thermodynamic analysis of thermal processes and plant systems since it has been seen that the First law analysis has been insufficient from an energy performance stand point. The exergy method of analysis has been developed and has been used in Russia, Europe, Germany and Poland from the year 1960 [1] [2] .
Based on the Second law of thermodynamics, the exergy analysis represents the third step in the plant systems analysis, following the mass and the enthalpy balances. The aim of the exergy analysis is to identify the magnitudes and the locations of exergy losses, in order to improve the existing systems, processes or components, or to develop new processes or systems [3] . This analysis allows one to quantify the loss of efficiency in a process due to the loss in energy quality. It cannot apparently point out how the process can be enhanced. However it can specify where the process can be improved and therefore, it will signify what areas should be given consideration. The simple energy balance will not sometimes suffice to find out the system flaws. In such circumstances the exergy analysis is well thought-out to be significant to locate the systems imperfections. Recently a large number of studies based on exergy analysis have been carried out by many researchers all over the world in various system applications [4] [5] [6] [7] [8] [9] [10] [11] .
Horlock et al. [12] estimated the rational efficiencies of three modern fossil-fuel power plants using the exergy calculations. They analyzed the effect of water or steam injection on the rational efficiency of the plant. The relation between the irrevers-
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ibility in combustion and the loss of exergy due to mixing in the exhaust was also considered in their analysis. Rosen [13] [14] [15] has applied exergy analyses to a wide range of processes including the production of hydrogen and hydrogen-derived fuels, electrical and thermal power generation, thermal energy storage, and the energy utilization of countries. He also examined the several significant implications of exergy analyses in the fields of environmental impact and economics.
Jin et al. [16] analyzed two operating advanced power plants using a methodology of graphical exergy analysis. They pointed out the inefficient segments in the combined cycle plant. They stated that the inferior performance of the combined cycle plant are due to the higher exergy loss caused by mixing in the combustor, the higher exergy waste from the heat recovery steam generator and the higher exergy loss in the bottoming cycle. Moran et al. [17] provided a brief survey of exergy principles and analyses along with emphasis on areas of application. They concluded that the exergy balance can be used to determine the location, type, and true magnitude of the waste of energy resources, and thus can play an important part in developing strategies for more effective fuel use. Salih Dincer calculated exergies of the physical and the chemically reacting processes using the exergy analysis [18] . He also reported the calculation of exergy efficiency of a petroleum refinery including only separation, heating and cooling processes. In the present work, an exergy analysis has been performed on 50MW e power generation capacity, unit V of thermal power station-I of Neyveli Lignite Corporation Limited, Neyveli to find out the exergy losses in various components of the plant. The exergy efficiency of the plant and its individual components has also been evaluated and the plant's real losses of energy are computed.
Description of the plant
A schematic diagram of the plant with its various significant components, considered for the present study is shown in Fig. 1 . The continuous supply of de-mineralized water is ensured to the condenser hot well for the normal running of the plant at 50MW e load condition. The condensate extraction pump (CEP) feeds the feed water to the ejector (Ejec) from the hot well. After the ejector exit, the feed water passes through the gland steam cooler (C GS ), and the low pressure heaters (H LP ). From the outlet of the last low pressure heater (H LP5 ) the condensate enters into the de-aerator shell which is situated at 42 m height from the ground level. Two feed pumps are provided to supply the condensate from the de-aerator to the high pressure heaters (H HP ). Then the condensate passes through the bottom economizer (B. Econ), the boiler condenser (B. Con), the top economizer (T. Econ) and finally it enters into the boiler drum. There is a continuous circulation of water between the drum and the water walls and a part of the feed water is converted into steam.
The steam is separated in the boiler drum and supplied to the super heater section and the boiler condenser section. The super heated steam produced in the super heater then enters into the turbine through the turbine stop valve. After expansion in the turbine the exhaust steam is condensed in the condenser and is used for the closed cycle as shown in Fig. 1 . For regenerative heating of the condensate, the steam extracted from the various points is also shown in the schematic diagram ( Fig. 1 ).
Methodology
The several components of the plant are grouped into three subsystems namely, boiler subsystem, steam cycle or thermal cycle subsystem and cooling tower subsystem as shown in Fig. 2 . The components of the boiler subsystem are the combustor and the heat exchangers. Steam cycle subsystem includes the components such as, the turbine, the condenser, the feed water heaters and the pumps. The circulating water pump, the cooling tower and the fans constitute the cooling tower subsystem. The imaginary boundaries enveloping the components of the boiler subsystem, the steam cycle subsystem, the cooling tower subsystem and the total plant are denoted respectively by the control surfaces "S 1 ", "S 2 ", "S 3 ", and "S" as shown in Fig. 2 . The mass, energy and exergy flow across the control surface have been used for the exergy analysis calculations of the individual subsystem. The exergy analysis has been carried out for each component in the subsystems, to evaluate the exergy losses in the individual component and then the analysis is performed on the overall individual subsystems, to find out the exergy losses in each susbsystem. Finally the exergy analysis for the overall plant has been carried out and the total plant exergy losses have been computed. The energy and the exergy losses of the components of each system have been determined using their mass, energy and exergy balance equations. The exergy destructions for each components and subsystems are then compared and presented. The energy and exergy efficiencies have also been computed for the individual components as well as for the overall plant.
Exergy analysis
The exergy analysis is the combination of the First and Second laws of thermodynamics. In this analysis the heat does not have the same value as the work, and the exergy losses represent the real losses of work. When analyzing novel and complex thermal systems, experience needs to be supplemented by more rigorous quantitative analytical tools. Exergy analysis provides those tools and it helps in locating weak spots in a process. This analysis provides a quantitative measure of the quality of the energy in terms of its ability to perform work and leads to a more rational use of energy. In general, the specific exergy denoted by "ε" is calculated using the equation as given below. ε=ε k.e +ε p.e +ε ph +ε ch
Where, ε k.e and ε p.e are exergy due to velocity (or) kinetic energy and exergy due to potential energy respectively. ε ph is physical exergy i.e. exergy due to temperature difference and pressure difference with respect to the reference point and ε ch is chemical exergy (i.e due to reactions). In the present analysis, it is assumed that the exergy due to kinetic energy and potential energy are negligible. Also, for the exergy calculations, the atmospheric temperature and pressure are taken respectively as 30ºC and 101.325 kPa.
Boiler subsystem
The energy losses ( Q  ) of the subsystem components are determined using the energy balances of the First law and similarly the exergy losses ( I  ) are calculated from the exergy balance equations of the Second law. Then using the energy losses the energy efficiency (the First law efficiency) is calculated and the exergy efficiency (the Second law efficiency) is determined using the exergy losses.
Combustor
For a combustor as shown in Fig. 3 the mass, energy and exergy balances are
where the fuel (lignite) enters the combustor at ambient temperature and pressure and heat energy losses occurs at 70ºC.
Super heaters
The super heaters of the plant include roof super heaters, screen super heaters and convective super heaters. The energy and exergy balances of the super heaters are shown in the block diagram (Fig.  4) . The equations employed for the analysis of the super heaters are Mass balance:
For gas side:
For steam side:
Energy balance: 
where the heat losses from the super heaters occur at 65º C.
Heat recovery system
The heat recovery system consists of the two economizers and three air pre-heaters as shown in Fig. 5 . The following equations are obtained from the mass, energy and exergy balances for the analysis of the heat recovery system.
For air:
For water:
For hot gases:
where the heat energy losses from the system occur at 40ºC.
Overall boiler subsystem
The overall boiler subsystem of the plant is indicated by the con-trol surface "S 1 " as shown in Fig. 2 . The overall boiler losses are calculated using the indirect method of energy losses [19] . The energy efficiency of the boiler is then calculated from these losses. The exergy losses and the exergy efficiency are determined using the equations given below.
Steam cycle subsystem
This subsystem includes five important components namely, steam turbine, condenser, feed water heaters, main condensate pump and feed pumps. The mass, enthalpy and exergy balances of the subsystem components are detailed in this section. The equations of energy balances for each component as given below are used to find out the energy losses whereas the exergy destructions are found out from the exergy balances.
Steam turbine
The various state points (28 to 34) at which the steam is extracted for regenerative purposes are indicated in Fig. 1 . The mass, energy and exergy balances for the steam turbine are
where the dryness fraction of steam at the turbine exit is denoted by x 2 = 0.88 and the heat loss occurs from the turbine surface at a temperature of 38ºC.
Condenser
The exhaust steam from the turbine enters into the condenser at 46ºC and leaves it at 42ºC. The mass, energy and exergy balances of the condenser (Fig. 1 ) are given by (19) (20) where the heat rejection from the condenser takes place at 38ºC.
Feed water heaters
There are four low pressure heaters and three high pressure heaters used for regeneration in the plant. The mass, energy and exergy balances for the analysis of the feed water heaters system as shown in Fig. 6 are as follows:
where the heat losses from the system occur at an average temperature of 30ºC. The energy and exergy losses in ejector, gland steam cooler and de-aerator are neglected because of negligible magnitude. It can be noted that the exergy loss due to the heat loss from the feed water heaters (at ambient temperature) is zero.
Condensate extraction pump
The following equations represent the mass, energy and exergy balances for the condensate extraction pump as shown in Fig. 1 .
where the heat losses from the condensate extraction pump (CEP) occur at ambient temperature. It can be noted that the exergy loss due to the heat loss from the pumps (at ambient temperature) is zero.
Feed pumps
The mass, energy and exergy balances of the feed pumps give the following equations to find out the energy and exergy losses.
It can be noted that the exergy loss due to the heat loss from the pumps (at ambient temperature) is zero.
(30)
Overall steam cycle subsystem
The overall steam cycle subsystem of the plant is indicated by the control surface "S 2 " in Fig. 2 . The energy and exergy losses are determined from the mass, energy and exergy balance equations given below. The First law efficiency and the Second law efficiency of the subsystem are calculated from these losses. The schematic diagram of the cooling tower subsystem for the 50MWe plant is shown in Fig. 7 . Since the heat losses and exergy destructions at each component of the subsystem are very small, they were not included in the analysis. The energy loss of the overall cooling tower subsystem has been calculated as 3.63%. The energy and exergy losses are found out using the following equation.
In this analysis, the control surface "S 3 " includes the region of mixing between the hot water, humid air, and the ambient air. The makeup water is assumed to enter the system at ambient temperature and pressure.
Exergy analysis of the overall plant
The exergy analysis is carried out for the overall 50MW e plant by considering the energy and exergy flows across the control surface "S" (Fig. 2) . The energy balance and exergy balances are given by the equations 38 & 39 respectively. From these equations the total energy losses (Q Plant ) and the total exergy losses (I Plant ) of the plant have been deduced. The First law and the Second law efficiencies of the plant have then been evaluated [16] .
(38) (39)
Discussions
The operating data of the plant components such as, combustor, super heaters, top economizer, bottom economizer, top tubular air pre-heater, bottom tubular air pre-heater, cast iron air pre-heat-er, steam turbine, condenser, feed water heaters, main condensate pump, feed water pump, cooling water, makeup water, air, induced draft fan, and circulating water pump of the unit V of Thermal Power Station-I, Neyveli Lignite Corporation Limited, Neyveli at 50MW e grid load, collected by one of the authors [19] and have been used for the present exergy analysis to calculate the enthalpies and exergies at different state points. The energy and the exergy losses of these components have been determined using the equations given in the previous section.
From the energy analysis, the overall plant energy losses are calculated as 73%. The comparison of energy losses between different components is given in Fig. 8 . It can be observed that the maximum energy loss (39%) occurred in the condenser. This is due to the reason that heat energy expulsion from the condenser is 83.308 MW. Thus the First law analysis (energy analysis) diverts our attention towards the condenser for the plant performance improvement. Since the condenser temperature of 42ºC and water inlet temperature of 30ºC were used in the analysis, the maximum possible power production from the energy expelled in the condenser would be only 3.16 MW, thereby reducing the total plant energy losses to 70% at the most. Approximately half of the total plant energy losses occur in the condenser only and these losses are practically useless for the generation of electric power. Thus the analysis of the plant based only on the First law principles may mislead to the point that the chances of improving the electric power output of the plant is greater in the condenser by means of reducing its huge energy losses, which is almost impracticable. Hence the First law analysis (energy analysis) cannot be used to pinpoint prospective areas for improving the efficiency of the electric power generation. However, the Second law analysis serves to identify the true power generation inefficiencies occurring throughout the power station.
The comparison of exergy losses between the different subsystems of the plant are shown in Fig. 9 . It can be noted that the maximum exergy loss occurs in the Boiler Subsystem (57.35%). Also out of this, 42.73% losses took place in the combustor only.
That is approximately 60% of the total plant exergy losses occur in the combustor. This may be due to the irreversibility of the combustion process in the combustor. The percentage of exergy 
